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Congratulation, we felicitate to your good choise.
You have decided for a first class branded product,
from the company MOLLET.

It satisfies highest international standards:
Functionality, versatileness, long service life and design
Thank you for having decided for our product.
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O z Silo pressure detector
MOLLEL  MSDA™ pressdec

P By use in explosive hazardous areas read and follow the

special conditions and instructions for safe application

of the attached

explosive protection information B5

first and take notice of the operating instructions.

Operating instructions

1. Description

1.5 Dimensions

1.1 Intended use 92x88

The pressure detector controls as limit switch the over pressure in top

silos and vessels.

. M20x1.5

1.2 Function

If the pressure reaches the switching point SP, the pressure detector

will give a signal. &
1.3 Technical data

Manufacturer MOLLET |\ ] o

Fiillstandtechnik GmbH — T
Address Industriepark RIO 103 769 '
74706 Osterburken L—"

Name Silo pressure detector Lk90/4x09

Type MSD-A.F1.B5 « ALY 008-0201

Bulk good temperature Ts -20 °C...+70°C

Ambient temperature  Ta -20°C...+70°C Gasket

Signal contact change-over contact, potential free .

max. switching voltage act see type plate 1.6 Accessory (Option)
max. switching capacity Cont see type plate Flange socket
y @110 N

Switching point SP 40 mbar = 0.04 bar = 400 mm WS Lk 90 / 4xm8

Over pressure safety up to 0.5 bar

Cable connection Screw M4 EI %7

Cable entry Cable gland M20x1.5

Type of protection IP 1P66 acc. to DIN EN 60529

Weight 1.2kg

Maintenance none 2

Mounting position vertical, + 5° inclination
1.4 Material

Housing Aluminium or stainless steel 316

Flange Aluminium or stainless steel 316 Ti

Membrane Stainless steel 1.4310/302 o

Flange socket Steel 7432
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2. Installation

2.1 Preparation
- Check the membrane of visual transport damage.

- Read and follow the safety instructions and the operating
instructions, before handling with the device !

2.2 Mounting in the vessel

- Weld the flange socket (as a option) vertical (Flange is horizontal)
in the silo top.

- Position the pressure detector (Flange is horizontal) with the
gasket at the provided flange or flange socket and fix it with
4 washers and screws M8.

2.3 Electrical connection
Circuit diagram

40 mbar|E| @ PE

008-AP00

2.4 Cable gland
- After electrical connection, tighten the cable gland.
- Screw the cap nut, until the cable entry is closed tightly.

2.5 Cable run

Run the connection cable in a way that no traction can occur at the
pressure detector.

008-0701

2.6 Switching point
- The switching point is adjusted at 40 mbar.
- A modification may be carried out by the manufacturer only.

3.1

3.2

3.3

Utilization

Commissioning

- Put the pressure detector into operation only, if the installation in
the silo or vessel and the electrical connection have been done
correctly.

Normal operation

- Use the pressure detector in its intended application only.

- Comply with the specifications on the data plate.

- Damaged devices have to put out of operation immediately.

- The pressure detector must not be modified. If there is any
modification, the warranty of the manufacturer will be, cancelled.

Inexpert handling

- Ignoring of the safety instructions and the operating instructions.
- Not intended use.

- Modification at the device or of the switching point adjusting.

- Violation against applicable law and standards.

41

4.2

Maintenance and servicing

Maintenance

- In case of intended use, the silo pressure detector needs no
maintenance.

Servicing
- The servicing of the pressure detector may be carried out by the
manufacturer only.

Storage
- Store the pressure detector dry and dust-free.
- Protect the membrane from damage.

Disposal
- The pressure detector can be recycled.

- The disposal applies to the valid environmental guidelines
according to the location of the carrier and the local manufacturing
conditions.
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Fullstandtechnik?
Silo pressure detector M SD_ A
with aluminium housing

Gas

Explosion protection information

and supplement to the operating instructions

Type plate details
Gas+ @and hybrid mixtures

Manufacturer and address CE sign with the number of the "Notified Body"
which is involved in the production control phase

Model designation

:

i -] P .o
M @LLE-E B‘iﬂ?gée%"";l‘e :zblgr;gg C € Q EU-type examination certificate number
Fiillstandtechniké Tel. +49 6291 64 400 )

Gas and Dust marking w MSD-A1F1A-B5
I 1/2D Ex taltb IlIC T 80 °C Da/Db IBEXUOGATEX1069

Type of protection
11 2G Ex ib IIC T6 Gb 1P66
Ambient temperature ——— 20°C <Ta<+70°C —— NO
(Operation temperature) A'p -0,08bar...+0,08bar C— NG Connection diagram
Stick Nr. 1234567890  08/24 Contact  Uo < 30V o
Vessel pressure Auftrag-Nr. 1234567890 [ ] Ik < 01A Details of intrisically safe
(tested pressure) supply of the signal contact.

Month and year of delivery

—— Unique serial number

—— Number which the
order was handled

M@LLET

Competence in explosion protection
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Marking in accordance with ATEX and EN IEC 60079-0

Silo pressure detector for use on the boundary from zone 20 to zone 21.

| =

D=
the
t =
a =
b =
lic

T..°C maximum surface temperature

& Il 1/12D Ex taltb 1IC T80°C Da/Db
Equivalent to valid ATEX-Product-Directive ——
Equipment group Il = everything except miningQ | ‘

Equipment category Category 1 for zone 20, 21 and 22

Category 2 for zone 21 and 22
Silo pressure detectors, which are instaled ¢+
on the boundary between different zones
Dust - Type of explosive atmosphere
Ex - symbol according to EN IEC 60079-0
Protection by enclosure

Device with ,very high* protection standard. . . .for zone 20, 21 and 22

Device with ,high* protection standard. . . .. ... for zone 21 and 22
for flammable conductive dust, flammable non-conductive dust and flammable fibres and flyings

Equipment Protection Level (EPL)

D=
a=

b =

Dust - Type of explosive atmosphere

Device with “very high level of protection” for use in potentially explosive atmospheres where in
normal operation, foreseeable or infrequent faults/malfunctions no ignition hazard is given.

Device with “high level of protection” for use in potentially explosive atmospheres where in
normal operation or foreseeable faults/malfunctions no ignition hazard is given.

Silo pressure detector for use in zone 1.

Equipment category Category 2 for zone 1and 2

G=
i

b
IIc

Temperature class T6 = 85°C

& 112G Exib lIC T6 Gb

Gas - Type of explosive atmosphere

Protection by intrisically safe

Device with ,high* protection standard. . . . . . .. for zone 1 and 2

for all flammable gases

Equipment Protection Level (EPL)

G:=
b =

Gas - Type of explosive atmosphere

Device with “high level of protection” for use in potentially explosive atmospheres where in
normal operation or foreseeable faults/malfunctions no ignition hazard is given.
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Order code B9
Marking: Il 1D / 2D Gas+ @and hybrid mixtures
Il 2G

Equipment category appropriation by zones

Silo pressure detector for use in zone 1 and at the boundary from zone 20 to zone 21.

The device can be installed in
the walls of vessels with
deviating atmospheric conditions
with a difference in pressure up
to Ap 80 mbar at the membran.

g
£\-0,08 bar...+0,08 bar

Ambient temperatures Ta

The ambient temperature Ta defines the maximum operating temperature of
the detectors. Inside the vessel this is process temperature

(the air or the bulk goods temperature) nearby the device.

maximum surface temperature T

The maximum surface temperature means the hottest point at the equipment.
The device matches with temperature class

O

Ta=
B5 C -20°C...+70°C )
206 i S (zone 20 | zone 21)
-20 °C <Ta <470 °C
( zone 1 ]

008-0300
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Special conditions and instructions for safe application

1.

10.

11.

12,

13.

14.

15.

16.

17.

18.

19.

20.

21,

The installation, maintenance, commissioning and removal of the device must be supervised or checked by a ,,authorized person" in
explosion protection.

The device may only be repaired by the manufacturer.
The device may only be installed vertically from above in silos, containers, filters, etc.
For the electrical connection you have to take notice of the local and statutory requirements and/or the VDE 0100.

Take notice of the specifications on the data plate.

ATTENTION! with design B5:
For load limitation a certified barrier or a certified isolation amplifier with an intrinsically safe circuit at least for the category “ib” has to
be connected in series, witch is certified for gases of explosion group IIC.

As soon as the device will be brought into the explosion hazardous area it has to be mounted immediately at the precaused place and a
cable has to be brought into the cable gland.

Using the device in ambient temperatures > +60 °C, the applied connection cables have to be made for temperatures of min. +80 °C.

The cable gland was screwed tight and secured at the factory. Please check whether the cable gland has loosened during installation or
transportation. If so, tighten again with a mounting torque of 3 Nm.

To achieve the type of protection, the union nut of the cable gland must be tightened with a mounting torque of 3 Nm.
ATTENTION! Excessive tightening can impair the IP protection.

The earth connection of the device has to be installed in such a way that mechanical damage will be excluded.
The device may put into operation with intact cap-sealing and when it is closed, only.
Switch off the power supply, before opening the device.

Using the Silo pressure detector in the silo wall under deviating atmospheric conditions the maximum differential pressure has not to
exceed 80 mbar and the working temperature has not to exceed +80 °C at the membran.

In case of existing combustible dusts with a minimum ignition energy less than 3 mJ or with a minimum ignition temperature under
+300 °C (BAM assessment), the parts in contact with the dust musst be made of stainless steel.

Take notice of the requirements of EN 60079-14, EN 60079-17 and EN 1127-1, especially regarding the dust deposits and
temperatures and follow the pertinent rules and regulations.

The device with an intrinsically safe electric circuit can be used in dusty explosive hazardous areas.

Highly electrostatically charging processes, e.g. mechanical friction on the powder-coated housing, must be ruled out,
e.g. by continuous discharge of electrostatic charge.

Devices may only be cleaned with a damp cloth.

Hybrid Mixtures
The Silo pressure detector is approved for the use in hybrid mixtures.

ATTENTION safety device!
Don’t modify anything at the device or at the switching point adjusting!
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EU-Konformitatserklarung
EU Declaration of Conformity

Silo-Druckmelder, Silo-Druckmessgerat / Pressure switch, Pressure gauge

Produkt / Product Version

MOLOSpressdec MSD-A, MSD-070, MSD-A...4.., MSD-4..

MOLLET Fillstandtechnik GmbH erklart hiermit in alleiniger Verantwortung, dass die Produkte mit den aufgefiihrten Richtlinien lbereinstimmen. Diese
Konformitatserklarung gilt nur in Zusammenhang mit den giiltigen Betriebsanleitungen und Sicherheitshinweisen der MOLLET Fiillstandtechnik GmbH.

MOLLET Fiillstandtechnik GmbH hereby declares under its sole responsibility that the products comply with the listed directives. This declaration of
conformity only applies in conjunction with the valid operating instructions and safety instructions of MOLLET Fiillstandtechnik GmbH.

Richtlinie / variantenabhénig angewandte harmonisierte Normen oder normative Dokumente /
Directive depending on variant applied harmonized standards or normative documents

EMC | 2014/30/EU | ENIEC61326-1:2021

LvD | 2014/35/EU | EN61010-1:2010 +A1:2019+A1:2019/AC:2019

Gerate mit €- Kennzeichnung entsprechen zusatzlich folgender Richtlinie:
Devices with € - labelling also comply with the following directive:

Richtlinie / variantenabhénig angewandte harmonisierte Normen oder normative Dokumente /
Directive depending on variant applied harmonized standards or normative documents

ATEX | 2014/34/EU | EN IEC 60079-0:2018/AC:2020-02
EN 60079-11:2012
EN 60079-31:2014

EU-Baumusterpriifbescheinigungsnummer /

EU-Type Examination Certificate No.: IBExUO6ATEX1069
IBExU21ATEX1015X
Ausgestellt von / Issued by: IBExU Institut fir Sicherheitstechnik GmbH, 09599 Freiberg (0637)

Qualitatssicherung / i
Quality assurance: TUV AUSTRIAGMBH, Deutschstrafie 10, 1230 Wien /Aus’tria (0408)

MOLLET Fullstandtechnik GmbH Osterburken, 12.08.2024
Industriepark RIO 103

74706 Osterburken

DEUTSCHLAND Wolfgang Hageleit

Geschaftsfiihrer / Managing director
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